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CONSULTING ELECTRICAL & MECHANICAL ENGINEERS
ENERGY MANAGERS « PROJECT MANAGERS

evans

CONSULTING ENGINEERScc

17 Surrey Road, Vincent, East London, 5247 Cellular +27 83 702 6399 (engineering)
P.O. Box 13526, Vincent, East London, 5217 Cellular +27 83 249 0965 (Administration
Email darr ing.co.za Telep +27 437213192
www.evansconsulting.co.za Facsimile ~ +27 43 721 1553

GENERAL NOTES

1. THE CHANGES TO THE SPRINKLER SYSTEM SHALL MATCH THE
CURRENT INSTALLATION IN ACCORDANCE WITH THE
CERTIFICATION OF THE BUILDING (FM APPROVED)

2. EXTERNAL/EXPOSED SPRINKLER PIPING ABOVE GROUND
SHALL BE GALVANIZED TO RELEVANT SABS STANDARDS

3. INTERNAL / EXPOSED SPRINKLER PIPING ABOVE GROUND

SHALL BE BLACK MILD STEEL TO RELEVANT SABS STANDARDS

ALL PLUMBING WORK CARRIED OUT TO BE TO SANS 10254

ALL SPRINKLER PIPING SHALL BE CLEANED, PRIMED AND

PAINTED WITH RED OXIDE AND SIGNAL RED ENAMEL PAINT ON

COMPLETION OF INSTALLATION

o
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DESIGN DATA
DESIGN DENSITY AND HAZARD
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ROOF ESFR HIGH |
Y 7 A | OFFICES | 5mm/min | ORDINARY |

SPRINKLERS

AREA TYPE TEMPERATURE
TO MATCH EXISTING

ROOF FM APPROVED (74°C, K=363 TOBE
O CONFIRMED ON SITE)
, OFFICE| FM APPROVED 68°C
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PROJECT TEAM
WX_ mw|_t _ 7_ @ />\> _HAW H O C mw W Project Managers:
Newground Projects

(Q newground | 17 St Andrews road, Selborne
E East London, 5201
T- 043 722 5864
C- 082 576 6828

Loius Fourie
Louis@newground.co.za
Principal Agent / Architect:
Osmond Lange Architects
Pilot Mill House, The Quarry,
Selborne, East London, 5201
T- 043 - 721 0033
C- 083 325 9600
William Martinson
William@o-l.co.za

OSMOND LANGE

Quantity Surveyors:

Bisiwe Van Niekerk
The Ridge Office Park,
3 Berea Terrace, Berea,
East London, 5241
BISWE VAN NIEKERKING. | T-043 - 721 1043

C- 082 492 1695
Willem van Niekerk
Willem@bisiwe.co.za

Civil & Structural Engineers:

BVI Border
1st Floor Esprt House,
r / ® | encineerING St Helena _U—.m<m~
—u<_ poareuer | East London, 5241

T- 043 722 2738
C- 082 578 0674
Werner de Lange

maxiMum | WAST SUPPORT WernerdL@bvi.co.za
SUPPORT | END OF PIPE Town Planners: CS Consulting

PIPE DIAMETER | WITH WATER WITHOUT WATER SPACING (m) WITHIN (mm) ”
@25 2.96 Kg 2.46 Kg 4.0m 750mm NL 12 Pearce Street,
0 (0 G

Harraway House, Berea

@40 4.79 Kg 3.65 Kg 4.0m 750mm C- 079 326 7147

@50 7.19 Kg 5.17 Kg 4.0m 750mm Craig Sam

@65 9.80 Kg 6.63 Kg 4.0m 450mm Craig@csamconsulting.co.za
280 13.19Kg 8.64 Kg 4.0m 450mm Electrical & Mechanical Engineers:

Evans Consulting Engineers

@100 20.51 Kg 12.4 Kg 4.0m 450mm 17 Surrey Road, Vincent East
@150 38.03 Kg 19.8 Kg 4.0m 450mm EValS London 5247
@200 70.8 Kg 33.1 Kg 4.0m 450mm CONSULTING ENGINEERS o 04.3 7213192
Darryl Evans -
3 083 7026399
[ .

N darryl@evansconsulting.co.za

i CLIENT

PO Box 5458, Greenfields
East London, 5208

PIPE MASS IN KILOGRAMS PER METRE (Kg/m)

Lower Chester Road
5005 - PULRN Sunnyridge, 5201
East London, South Africa
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Project Manager

INTERMEDIATE PIPE SUPPORT PIPE SUPPORT DETAIL FOR PIPE SUPPORT DETAIL FOR Tel: 043 7028247
DETAIL FOR SPRINKLER MAIN PIPES SPRINKLER MAIN PIPES SPRINKLER RANGE PIPES Cell: 082 34632299

E-mail: gary@elidz.co.za
TO OCCUR AT MAX 4m INTERVALS TO OCCUR AT INTERSECTION OF TRUSSES TO OCCUR AT MAX 4m INTERVALS
N.T.S. N.T.S. N.T.S.

-

Client Aproval:

=
@
Q

Date:

PROJECT

MANUFACTURING FACILITY IN

- T ZONE 1A

500 C2 (YANFENG) ADDITIONS AND
ALTERATIONS

il [
o gﬁ LOCATION

U-BOLT
ANGLE IRON
L)

=
—
7

0)

| CE2 (YANFENG FACILITY)
IDZ EAST LONDON

PLAN VIEW

ISSUED FOR
EXISTING CANOPY FOR INFORMATION

\/@ DRAWING

e sPRNKERMAN FIRE PROTECTION SERVICES :
SPRINKLER INSTALLATION

coLum . (W206 DISPATCH AREA)
PROJECT NO. 2019 - 348

|
Heo) ‘6@ m oLE on mM_/%_zo NO. CE2-12 : ﬁ“ﬂw
| | Date: 2020/07/28
DRAFTING AND DESIGN TEAM
SIDE ELEVATION Drawn by: C.Leach
Checked by: C.Leach

Q APPROVAL DRAWING

C Name: DJ Evans 200570031

PROPOSED PIPE SUPPORT DETAIL Pr. Tech. (Eng.)
TO OCCUR WHERE PIPE DROPS Signed: Date:
FROM HIGH LEVEL

Practice: Evans Consulting Enigneers cc
CK 2010/127707/23




